CONG TY CO PHAN CAP THOAT NUGC LAM PONG
LAM DONG WATER SUPPLY & SEWERAGE JSC 3‘\\\‘_/// o

£
TECHNICAL DEPARTMENT ’,}//\\5‘
Dia chi: 50 Hung Vuong - Phuong 9 - Da Lat - Lam Déng 7,/ | "

VLAT 1.0450
ISO/IEC 17025:2017

PHIEU KET QUA THU NGHIEM

ANALYSIS REPORT
Sé /No: 24N054
1. Khach hang / Customer: Cong ty cb phin cAp nuéce va xiy dung Di Linh
2. Dia chi/ Address: 524 Hung Vuong - Thi trdn Di Linh
3. Loai méu / Type of sample: Nuée an ubng 4. S6 miu: 01
5. Tén miu / Sample name: Dai 500
6. Ngay nhian miu / Sample received date: 16/10/2024
7. Ngay tra két qua / Result issued date: 23/10/2024
8. Luu méu / Storage [ Co/ Yes Khéng / No
9. Két qua / Resullts :
GIOI HAN
STT TEN CHI TIEU O L B PR KET QUA PHUONG PHAP
TINH CHO PHEP
No Items : . Results Method
Unit Maximum
limit
; HDPP.10
I au sé - 5
Mau sac / Color (TCU) 15 0 Ref SMEWW 24th 2120C
2 Mui vi / Odor and taste - Khong Khoéng c¢6 mui, vi la Cam quan
3 Do duc/ Turbidity © NTU 2 0.10 HDPP.09
4 |pH® - 6.0-8.5 7.64 HDPP.01
5  |Arsenic/ As mg/l 0.01 <0.005 HDPP noi bd
6  |Clo du/ Residual Clorine mg/l 02-1.0 0.54 Hach 8021
Coliform téng s6 /
R CFU/100m] <3 <1 TCVN 6187-1:2019
Total Coliform
8 |E.coli @ CFU/100ml <1 <1 TCVN 6187-1:2019

Ghi chi: - KPH: Khong phat hién

- Két qua phan tich chi ¢6 gia tri tai thoi diém kiém nghiém.

- Chét lugng nude duge danh gia theo QCVN 01: 2018/BYT - Quy chudn ky thuat qudc gia vé chat lugng nudc an udng, theo thong tu sb
41/2018/TT-BYT ngay 14/12/2018 cia B trudng Bo Y Té€ va QCDP 01:2023/LP - Quy chuan ky thudt dia phuong vé chat lugng nudce sach sur
dung cho muc dich sinh hoat trén dia ban tinh Lam Dong.

- Chi tiéu duoc chimg nhan VLAT

Nhan xét

- MAu nudc c6 cac chi tidu dat tiéu chudn tai thoi diém kiém nghi¢m.

TRUONG LAB

L& Thi T4 Loan

PHONG KY THUAT/ ww/[/

g

Ha Ngoc Qué




CONG TY CO PHAN CAP THOAT NUGC LAM PONG
LAM DONG WATER SUPPLY & SEWERAGE ISC ' 7.

TECHNICAL DEPARTMENT : //;%\g

VLAT 1.0450

Dia chi: 50 Hung Vuong - Phuong 9 - Pa Lat - Lam Déﬁg ,,ff:\.‘\\\:\ ISO/IEC 17025:2017
PHIEU KET QUA THU NGHIEM
ANALYSIS REPORT
S6 /No: 24N054
1. Khach hang / Customer: Cong ty 6 phén cip nuée va xiy dung Di Linh
2. Dia chi / Address: 524 Hung Vuong - Thi trdn Di Linh
3. Loai mau / Type of sample: Nudc an uong 4. S6 mAu: 01
5. Tén miu / Sample name: Tram Hoa Ninh
6. Ngay nhém'm?nu / Sample received date: 16/10/2024
7. Ngay tra két qua / Result issued date: 23/10/2024
8. Lq'u mau / Storage Co/ Yes Khoéng / No
9. Két qua / Results :
GIOI HAN
" 5z PON VI |TOI PA CH ; . . g
STT TEN CHI TIEU ()N . A A,C B KET QUA PHUONG PHAP
I'INH PHEP
No Items . . Results Method
Unit Maximum
limit
: DPP.
1 |Mau sac / Color (TCU) 15 3 Ref SMI?WW 214(:h 2120C
2 |Mui vi/ Odor and taste - Khéng Khéng c¢6 mui, vi la Cam quan
3 |DPo duc / Turbidity ™ NTU 2 0.10 HDPP.09
4 lpn® - 6.0-8.5 7.49 HDPP.01
S |Arsenic/ As mg/l 0.01 <0.005 HDPP ndi bd
6 |Clo du/ Residual Clorine mg/l 0.2-1.0 0.46 Hach 8021
Coliform tbng s6 / .
7 . y P CFU/100ml <3 <1 TCVN 6187-1:2019
Total Coliform
8 |L.coli 7 CFU/100ml <l <l TCVN 6187-1:2019

Ghi chi: - KPH: Khong phat hién

- Két qua phan tich chi c6 gid tri tai thoi diém kiém nghiém.

- Chat luong nudce duge danh gia theo QCVN 01: 2018/BYT - Quy chudn k¥ thuat quc gia vé chét lugng nudc an udng, theo thong
wsd 41/2018/TT-BYT ngay 14/12/2018 cua Bé truong Bo Y Té va QCDP 01:2023/LD - Quy chudn ky thuat dia phuong v& chét
luong nude sach sir dung cho muc dich sinh hoat trén dia ban tinh Lam Ddng.

- Chi tiéu dugc ching nhan VLAT

Nhdn xét

- Mau nudc cé céac chi tidu dat tidu chuan tai thoi diém kiém nghiém.

TRUONG LAB PHONG KY THU%/{/

T .

L& Thi T4 Loan Ha Ngoc Qué



LAM DONG WATER SUPPLY & SEWERAGE JSC \\\\
PHONG LAB HOA LY VA SINH HQC - PHONGK Y]
LABORATORY OF PHYSICAL CHEMISTRY & BIOEOG 3
TECHNICAL DEPARTMENT e
S . . . we S S R
Dia chi: 50 Hung Vuong - Phuong 9 - Da Lat - Lam Dofhg, | 1\

CONG TY CO PHAN CAP THOAT NUOC LAM BONG SURZS
N

VLAT 1.G450
ISO/IEC 17025:2047

PHIEU KET QUA THU NGHIEM
ANALYSIS REPORT

S6 /No: 24N054
1. Khach hang / Customer: Cong ty ¢6 phan cip nuée va xiy dung Di Linh
2. Dia chi / Address: 524 Hung Vuong - Thi tran Di Linh
3. Loai mau / Type of sample: Nudc an udng 4. S6 méu: 01
5.°Tén mau / Sample name: 42 Thén 6 - Hoa Ninh
6. Ngay nhﬁn’mﬁu ! Sample received date: 16/10/2024
7. Neay tra két qua / Result issued date: 23/10/2024
8. Luu miu / Storage 7 Co/ Yes Khéng / No
9. Két qua / Results :
G101
R S DON VI HANTOI 3 . 3
ST1 I'EN CHI TIEU TiNII. DA CHO KET QUA PHUONG PHAP
No Ttems . PIEP Results Method
Unit .
Maximum
limit
" } . HDPP.10
1 |Mau sac / Color (TCU) 15 3 Ref SMEWW 24th 2120C
2 |Mui vi/ Odor and taste - Khoéng Khoéng c¢6 mui, vi la Cam quan
3 |Po duc / Turbidity * NTU 2 0.10 HDPP.09
4 pn" - 6.0-8.5 6.75 HDPP.01
S |Arsenic/ As mg/l 0.01 <0.005 HDPP néi bo
6 |Clo du/ Residual Clorine mg/l 0.2-1.0 0.23 Hach 8021
Coliform téng s6 /
2 CFU/100mI| <3 <1 TCVN 6187-1:2019
Total Coliform '
8 |E.coli CFU/100ml <1 <l TCVN 6187-1:2019

Ghi chu: - KPH: Khong phat hi¢n

- Két qua phan tich chi c¢6 gid tri tai thoi diém kiém nghiém.

- Chat luong nuée duge danh gia theo QCVN 01: 2018/BYT - Quy chudn k¥ thuat quéc gia vé chit luong nude dn udng, theo
thong tu s6 41/2018/TT-BYT ngay 14/12/2018 cia Bo trudng Bo Y Té va QCPP 01:2023/LD - Quy chuan ky thuat dia phuong
vé chat luong nudc sach str dung cho muc dich sinh hoat trén dia ban tinh Lam Dong.

- Chi tidu dugc chirmg nhan VLAT

Nhdn xét

- Mau nudce cé cac chi tidu dat tiéu chuan tai thoi diém kiém nghiém.

TRUONG LAB
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CONG TY CO PHAN CAP THOAT NUGC LAM BPONG

PHONG LAB HOA LY VA SINH HQC - PHONG S%
LABORATORY OF PHYSICAL CHEMISTRY & B
TECHNICAL DEPARTMENT

\\\\\\Illll/,l/l
NN 5
LAM DONG WATER SUPPLY & SEWERAGE JSC N =

2N
. £ %l CNNY
Dia chi: 50 Hung Vuong - Phudng 9 - Da Lat - Lam Dong%/,,;, \w\

s

\\“\\\

,///1[

VLAT 1.0450
ISO/IEC 17025:2017

PHIEU KET QUA THU NGHIEM

ANALYSIS REPORT
S6 /No: 24N054
1. Khach hang / Customer: Cong ty ¢ phan cAp nuwée va xay dung Di Linh
2. Dia chi/ Address: 524 Hung Vuong - Thi tran Di Linh )
3. Loai mau / Type of sample: Nugce an uong 4. S6 mau: 01
5. Tén méu / Sample name: S6 90 Thon 2A - Xa Pinh Trang Hoa
6. Ngay nh'(fm’m?lu / Sample received date: 16/10/2024
7. Ngay tra ket qua / Result issued date: 23/10/2024
8. Luu mau / Storage 0 C6/ Yes Khéng / No
9. Két qua / Results :
GIOT HAN
STT TEN CHi TIEU DON VI LD KET QUA PHUONG PHAP
I'INH CHO PHEP
No Items . . Results Method
s Unit Maximum
limit
o & ) - = HDPP.10

1 |Mau sac/ Color (TCU) 15 0 Ref SMEWW 24th 2120C

2. |Mui vi/ Odor and taste - Khong Khéng c6 mui, vi la Cam quan

3 |Do duc / Turbidity NTU 2 0.16 HDPP.09

4 |pH" . - 6.0-8.5 7.17 HDPP.01

5 |Arsenic/ As mg/l 0.01 <0.005 HDPP noi bo

6 |Clo du/ Residual Clorine mg/l 02-1.0 0.38 Hach 8021

Coliform tbng s6 / y .
7 I . ™ CFU/100ml <3 <l TCVN 6187-1:2019
Total Coliform
8 |E.coli ™7 CFU/100ml <1 <1 TCVN 6187-1:2019

Ghi chu: - KPH: Khéng phat hién

-Két qua phan tich chi c6 gia tri tai thoi diém kiém nghiém.
- Chét luong nude duoc danh gia theo QCVN 01: 2018/BYT - Quy chudn ky thuat quéc gia vé chét luong nudce an udng, theo thong tu
s 41/2018/TT-BYT ngay 14/12/2018 cta B truong Bo Y Té va QCBP 01:2023/LD - Quy chudn k¥ thuat dia phuong vé chét lugng

nuéc sach s dung cho muc dich sinh hoat trén dia ban tinh Lam Déng.

.- Chi tiéu dugc chiing nhan VLAT

Nhdn xét

- MAu nudc cé céc chi tidu dat ticu chuan tai thoi diém kiém nghiém.

TRUONG LAB

L& Thi T Loan

PHONG KY THUAo'lfw‘,l/
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CONG TY CO PHAN CAP THOAT NUOC LAMBONG i1y,
LAM DONG WATER SUPPLY & SEWERAGE JSC 8\ \\~ /%,
PHONG LAB HOA LY VA SINH HQC - PHONG: -

SloRoaEAE

£

LABORATORY OF PHYSICAL CHEMISTRY & BIOGOGICA# g AP,
TECHNICAL DEPARTMENT 2 —os  AOSC

2 / - : : ‘ PN VLAT 1.0450
i\‘ﬂ Dia chi: 50 Hung Vuong - Phuong 9 - Ba Lat - Lam B ngf}__,\\\‘ ISONEC 170262017
P i 3
\4 T Ty 2 2 . "
- PHIEU KET QUA THU NGHIEM
ANALYSIS REPORT
_ S6 /No: 24N054
1. Khach hang / Customer: Cong ty ¢6 phan cip nuwéc va xiy dung Di Linh
2. Dia chi/ Address: 524 Hung Vuong - Thi trén Di Linh
3. Loai mau / Type of sample: Nudc in udng 4. $6 mau: 01
5. Tén mau / Sample name: 325 Ly Thuong Kiét
6. Neay nhan mau / Sample received date: 16/10/2024
7. Neay tra két qué / Result issued date: 23/10/2024
8. Luu mau / Storage Cé/ Yes Khéng / No
9. Ket qua / Results :
GIOI HAN
STT TEN CHI TIEU DON VI IO1 bA KET QUA PHUONG PHAP
: I'INH CHO PHEP
No Items . . Results Method
Unit Maximum
limit
: HDPP.10
Mau sic / C. " T 1 -
I |Mau sac / Color (TCU) 5 3 Ref SMEWW 24th 2120C
2 |Mui vi/ Odor and taste - Khong Khong c6 mui, vi la Cam quan
3 D6 duc / Turbidity ™ NTU 2 0.11 HDPP.09
4 |pH" - 6.0-8.5 7.06 HDPP.01
S |Arsenic/ As mg/I 0.01 <0.005 HDPP ndi bd
6 |Clo du/ Residual Clorine mg/l 0.2-1.0 0.32 Hach 8021
Coliform tong s6/
A CFU/100ml <3 <1 TCVN 6187-1:2019
Total Coliform "’
8 |E.coli ™ CFU/100ml <1 <1 TCVN 6187-1:2019

Ghi chii: - KPH: Khong phat hién

- Két qua phan tich chi cé gia tri tai thoi diém kiém nghiém.

- Chat lugng nudce duge danh gia theo QCVN 01: 2018/BYT - Quy chuén k¥ thuat quéc gia vé chit luong nudce an uéng, theo
thong tu s6 41/2018/TT-BYT ngay 14/12/2018 cua Bo truong Bo'Y Té va QCBP 01:2023/LD - Quy chuén k¥ thuét dia phuong vé
chat lugng nudce sach sir dung cho muc dich sinh hoat trén dia ban tinh Lam Déng.

- Chi tiéu dugce ching nhan VLAT

Nhan xét

- Mau nudc ¢6 cac chi tiéu dat ticu chuén tai thoi diém kiém nghiém.

TRUONG LAB PHONG KY THUW{/
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Lé Thi T4 Loan Ha Ngoc Qué



CONG TY CO PHAN CAP THOAT NUGC LAM BONG 11} ",
LAM DONG WATER SUPPLY & SEWERAGE ISC S\ \~/ 7
PHONG LAB HOA LY VA SINH HQC - PHONGK

Ep e

LABORATORY OF PHYSICAL CHEMISTRY & BIOLOGICALE
TECHNICAL DEPARTMENT %@?‘ g s
Dia chi: 50 Hung Vuong - Phuong 9 - Da Lat - L.am E 6n’g/”D\\\_‘*‘\ ISO/IEC 17025-2017

PHIEU KET QUA THU NGHIEM

ANALYSIS REPORT
Sé /No: 24N054
1. Khach hang / Customer: Cong ty 6 phén cip nude va xiy dung Di Linh
2. Dia chi/ Address: 524 Hung Vuong - Thi tran Di Linh )
3. Loai mau / Type of sample: Nudc an udng 4. S6 miu: 01
5.Tén mau/ Sample name: 1380 Hung Vuong
6. Ngay nhén'mﬁu [ Sample received date: 16/10/2024
7. Ngay tra két qua / Result issued date: 23/10/2024
8. Luu mau / Storage [ Co/ Yes Khoéng / No
9. Két qua / Results :
GIOI HAN
STT TEN CHi TIEU DONVIL | TOIDA KET QUA PHUONG PHAP
I'INH CHO PHEP
No Items . . Results Method
Unit Maximum
limit
WP 5 HDPP.10

1 [Mau sac/ Color (TCU) 15 3 Ref. SMEWW 24th 2120C

2 |Mui vi/ Odor and taste - Khéng Khong c6 mui, vi la Cam quan

3 |Do duc/ Turbidity ) NTU 2 0.10 HDPP.09

4 " - 6.0-8.5 7.40 HDPP.01

5 |Arsenic/ As mg/l 0.01 <0.005 HDPP néi bd

6 |Clo du/ Residual Clorine mg/l 02-1.0 0.21 Hach 8021

Coliform tong so /
7 ] ™ CFU/100ml <3 <1 TCVN 6187-1:2019
Total Coliform
8 |Bioli ™ CFU/100ml <1 <1 TCVN 6187-1:2019

Ghi chi: - KPH: Khong phat hién

- Két qua phan tich chi c6 gia tri tai thoi diém kiém nghiém.

- Chat lugng nude duge danh gia theo QCVN 01: 2018/BYT - Quy chudn k¥ thuat qudc gia vé chat lugng nudc an udng, theo
thong tr s6 41/2018/TT-BYT ngay 14/12/2018 cua Bo truong Bo Y Té va QCHBP 01:2023/LD - Quy chuan ky thuat dia phuong
vé chét lugng nude sach sir dung cho muc dich sinh hoat trén dia ban tinh Lam Pdng.

-7 Chi tiéu duge ching nhan VLLAT

Nhdn xét

- Mau nuéc c6 cac chi tidu dat tiéu chuén tai thoi diém kiém nghiém.

TRUONG LAB PHONG KY THUAW

Ty b

L& Thi T4 Loan Ha Ngoc Qué




